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General Notes and Considerations:

Recommended Action Items:

Key Photo #1

Key Photo #2

Overall roof is in good condition with a few repairs needed.

- Repoint and Re-lead the Chimney.
- Change out all pipe boots and vents and properly flash with ice and water shield.
- Change out shingles of which nails popped thru. (2 sheets found)
- Redo the small catwalk on the left side properly

Couple of nails popping up
throughout the roof.

Roof vent is leaking



1. Approximate Age of Roof:

2. Estimated Layers of Existing Shingles.

3. Are mineral granules collecting in gutters and base of downspouts?

4. Do edges of shingles look worn?

5. Are any nails popping up?

6. Is mold or moss forming on shingles?

7. Is proper flashing around projections provided?

8. Are there any signs of weathering of mortar joints at chimneys?

9. Is the chimney leaning?

10. Any damage to Soffits (water stains, cracks, peeling, paint, etc.)?

11. Any damage to Eaves or Rakeboards (cracks, peeling, paint, etc.)?

12. Is flashing loose, corroded, or broken?

13. Are there any missing or uncaulked openings of flashing?

14. Is there base flashing and counter flashing of vertical joints?

15. Are any gutters clogged with debris or ice?

16. Are any gutters loose, tilted, or missing?

17. Are there any signs of roof or flashing leaks on rafters and insulation?

18. Are there any signs of mildew on underside of roof boards?

19. Straightness and sound condition of roof rafters?

20. Are there visible defects with the roof rafters noted?

21. Does the roof have a good quality and properly working ridge vent?

22. Is there adequate intake vents at the soffit or gables?
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Roof vents not properly flashed
with ice and water shield.

Pipe boots not properly flashed
with ice and water shield.



Chimney needs to be re-lead.

 Chimney top needs to be to
repointed .



Catwalk on the left side of the
house is done improperly.

Temporarily sealed the vent with
silicone.






